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EXECUTIVE SUMMARY

PRESENT PRACTICE

1o i)

Present Navy seismic design policy recommends designing important
new structures for an acceleration level equal to the site acceleration
having an 80% chance of not being exceeded in 50 years. This is equiva-
lent to a 225-year return time acceleration. Present policy, however,
does not defin. what level of structural response should occur - should
the structure remain elastic or should there be some amount of inelastic
behavior?

THE PROBLEM

Design for the 225-year site acceleration often results in high
seismic design levels which are difficult to achieve and are costly.
The problem with the present Navy practice is that it does not clearly
define a level of performance and safety of the structure because both .
the load, which has been defined, and the allowable dercrmation, which v
has not been defined, are necessary. Yet, despite the high design levels,

a standardized risk or safety level is not being achieved. A complete

specification of load and response is required so that a design procedure

can be standardized. Further, it is necessary to distinguish the categories

of important Navy structures that are mission-essential and cannot tolerate

an interruption in operation from those which, because of high occupancy

or other important function, warrant increased expenditure to limit damage.

Seismic design levels must be analyzed with consideration given to the

expected damage from a site's seismic activity and the costs of seismic

strengthening. :

PRESENT WORK EFFORT

FY8l: An automated procedure was developed for conducting site
seismicity using the historical epicenter data base and available geologic
data. This procedure permits definition of the site acceleration probability
distribution, quantifying the seismic exposure.

This study has reviewed cost increases for construction strengthening
and expected damage from seismic shaking. The specification of a 225-year
return-time acceleration does not produce optimal least total cost designs
over all ranges of acceleration; rather, the least total cost design
acceleratiop varies with site activity. It is not economically advan-
tageous to design against high ground acceleration. The economic analysis
procedures specified in NAVFAC P442 for the cases studied suggest the
present worth of future damage is low enough that an earthquake design
return time lower than that presently used (for a ductility of 1.0) is !
more efficient.

In evaluating seismic planning decisions, it was recommended that .
the Navy should: !
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1. Adopt a risk pooling policy, that provides a direct linear
relation between expected losses and cost of strengthening.

2. Consider as acceptable investments only those instances where
the benefits exceed the costs.

3. Limit critical buildings to Navy mission-essential structures
of strategic value which must function after an earthquake. The remainder,
such as hospitals, barracks, and aircraft hangars, should be analyzed in
{ terms of the economics of strengthening and replacing damaged contents
of the structure.
The work accomplished in FY81 is reported in NCEL Technical Report
R-885.

FY82: To further develop the seismic economic analysis techniques %
and obtain more accurate data, a structure typical of Navy construction 4
was selected for a detailed study. The structure was a three-story steel ,A
frame building built on the east coast for which detailed cost data and
plans were available. Three methods of seismic strengthening were con-
sidered: moment frame, braced frame, and frame/concrete shear wall.
Designs of each method were prepared for six levels of loading from O.lg
to 0.35g. Designs were set at a ductility of 1.0, which (1) allows for
elastic analysis techniques to be utilized, (2) permits response to be
related to other ductilities, and (3) offers the engineer the simplest
dynamic analysis technique. Each design was then analyzed for a series
of seismic levels and damage at each level evaluated. An economic
analysis was then performed using the cost data, damage data, and
seismic probability distributions from five sites. Results are dis-~
cussed in the text.

In order to consider implementation of this work, it is recommended
that the following definitions be adopted to clarify Navy requirements:

1. Mission Essential. Those facilities relating to the defense
posture of the Navy mission which must function, without consideration
of cost.

2. Very Important Structures. Those facilities warranting special
attention to minimize damage and reduce the risk of loss of life and for
which additional expenditure of funds is justified.

3. Important Structures. Structures which require designs in excess
of code provisions but do not have the same level of importance as above. . '
Optimal level of expenditure of funds is considered, minimizing the expected ‘
costs, damage, and strengthening.

Figure 14 summarizes, for the structure studied, design acceleration
in terms of the site 225-year return~time acceleration for the moment
frame, braced frame, and shear wall construction. Also shown is the ‘
present NAVFAC policy. It is suggested that Figure 14 is best suited
for Important buildings similar to che structure studied. A penalty |
factor of five 1is suggested for use to weigh damage for Very Important
facilities. Figure 15 presents design data for Very Important facilities

vi




similar to the structure studied. For true Mission-Essential facilities,
procedures are given to ide .iify required levels of performance and pro-
cedures to limit damage. The nalysis of Mission-Essential facilities

is deterministic in nature, providing for continuing operations under

the maximum credible event.

OPTIONS FOR IMPLEMENTATION

For the classes of Important and Very Important structures, several
options are available for implementation, depending on the level of effort
that NAVFAC feels warranted. For all the options, the ductility »erformance
level vf 1.0 is used.

Option 1 ~ Limited Economic Analysis: The tirst option is to employ
a limited economic analysis of the type performed here for each major
construction project. Damage function of the type shown in Figures 4,
5, and 6, rather than a full damage matrix approach, should be sufficient
to obtain meaningful data. Utilization of a damage function reduces the
extent of analytical calculation required. The damage function should
be representative of the class of structure being studied, with considera-
tion of the type of strengthening system to be used. The economic anzlysis
can be performed in conjunction with site seismicity studies. Appropriate
software has been partially developed as part of this task. Development
into a production code and documentation remain to be accomplished.

Option 2 - Prescribed Acceleration Reduction Levels: Figure 14 may
be utilized as the basis for Important structures. In this option 225-year
return-time acceleration is reduced, depending on the type of construction.
These data are limited to the class of structure analyzed; however, it
may be applicable to other classes also. Figure 15 may bte utilized for
Very Important stiuctures to which special emphasis for reduced risk is
deemed desirable. This work may be expanded to cover additional structures
or st. :ctural materi~ls to produce additional guidance.

Option 3 - Prescribed Acceleration Return Times: Design return
times such as the following may be selected:

Important structures 100 years
Very Important structures 250 years

This approach ignores the variability of site seismicity but reduces
the complexity.

SIGNIFICANCE TO NAVY

The FY82 Navy MILCON budget for new construction is $1.45 billion,
of which $411 million is for buildings in seismic zones 3 and 4. Construc-
tion of buildings in seismically active zones therefore constitutes 28%
of the Navy MILCON budget. Of this amount, seismic strengthening using
present procedurcs costs on the order of $16 million annually. It is
estimated that implementation of a standardized design procedure will
result in a more efficient utilization of funds, reduce risk, quantify

expected losses, and possibly reduce costs by several million dollars
annually. vii
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INTRODUCTION

The United States Navy has numerous bases located in active scismic
regions, and each of these bases reserbles a small city containing work
areas and residential areas. With any seismic plan, establishing appro-
priate design ltevels which are safe, consistent with established knowledge,
and economically efliective must be couansidered. Because of the limited
amount of available comnstruction funids, an investigation of the economics
of seismic strengthening is appropriute. What level of seismic design
should be utilized considering costs of strengthening, the expected damage,
and loss of life? This complex problem is the topic of this report.

A previous report (Ref 1) presents a detailed discussion of the
state-of-the-art of seismic design and damage evaluation. This document
wiil draw upon that information and develop an economic analyvsis of seis-
mic design. Ltarlier results (Ref 1) using preliminary data indicated

that designing for high levels of ground motion might not be cost-ertective.

To further explore this problem a typical structure was selected for
detailed study. The structure chosen was representative uf a class of
structures utilized by the Navy for administration, light industrial
work, or living quarters.

The structure selected was an actual three-story building for which
detailed cost data and drawings were available. The building was recently
constructed at an eastern Navy base in a nonseismic area. Thus, the
nonseismic starting condition was established. The building was a steel
frame structure, 185 by 185 feet in plan. Appendix A shows both the
plan (Figure A~}) and elevated views of the building (Figure A-2). The
latter also indicates the framing of the building

SE1SMIC DESIGN

The selected structure was redesigned considering the structure to
be new construction and being located in seismically active areas. Seis-
mic design concepts were typical of conventional West Coast standard
engineering design practice (Appendix B).

The structure was designed for six levels of peak ground accelera-

tion: 0.10g to 0.35g with 5g increments. Elastic design spectra utilizing

Newmark standard spectral shapes were utilized. Three concepts of seismic
strengthening were utilized: (1) moment frame, (2) braced frame, and

(3) shear wall. The performance level of the structure under the speci-
fied spectra was required to have a ductility equal to 1.0, such that
members were to be at yield. This performance level was specified for
several reasons. First, specifying a ductility of 1.0 is the same as
specifying a higher acceleration and some ductility greater than 1!.0.
Second, use of a ductility equal to 1.0 allows the structural design
engineer use of all elastic computer codes without need for a nonlinear
analysis; further, nonlinear spectral techniques need not be used.

|
!
|
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The required designs for the three concepts of strengthening and
six load levels were performed under contract with a firm having <ignif-
tcant experience in seismic design. As part ot that effort, the con-
tractor was also tasked to provide detailed cost estimates for seismic
strengthening by treating the structure as new construction, using the
available cost data on the existing structure, and making adjustments
for West Coast construction practice. Results of the designs are pre-
sented in Reference 2.

Cost of Seismic Strengthening

Detailed structural costs were cstimated based on the results of
the six design cases for the three concepts of strengthening. The cost
of the existing exteriov steel frame construction was deducted from the
total building cost, and then each new seismic framing system was added
to obtain a new total building cost. Councrete or masonry seismic shear
wall configurations, when utilized, were assumed to replace the existing
b-inch concrete block. Foundation redesign was included. Costs were
adjusted to 198! costs in the Los Angeles area. Figure la shows the
seismic strengthening concepts; Figure lb shows the increase in cost for
seismic strengthening. The details of the cost estimating are given in
Reterunce 7, Figure 2 gives the first mode periods of the structure for
the three strengthening concepts as a function of design level. The
moment frame period shows greatest variation with design acceleration.

Damage Evaluations

Damage to structural frame members, shear walls, and other elements
associated with displacement are influenced by the interstory drift.

Other elements tied to the floors, such as equipment or contents, are
influenced by floor acceleration. Reference 1 is a detailed study of
previous work in damage evaluation and will not be repeated here.

To evaluate the damage expected to the structure, each of the six
design levels for each of the three design concepts of strengthening was
analyzed for a series of applied seismic load levels. Nonlinear finite
element techniques were employed. The program DRAIN-TABS was utilized
to perform the analysis. Figure 3 gives the damping used for the analysis
based on engineering practice; damping increased with the ratio of applied
load to design level. Drift and floor acceleration time history responses
were computed in the analysis. Effective response levels were selected
at 65% of peak values and used in the damage prediction. The value of
65% has been used in past studies to approximate effective peak ground
acceleration. This value, based on engineering practice, is used to
reduce the peak values to a level of repeated sustained loading.

The detailed cost estimate was utilized to identify key elements of
the structure to which dollar values could be associated. Repair factors
for damage were estimated. The key elements were divided into drift- or
acceleration-sensitive components, and values of drift and acceleration
were then related to damage for each element.

Tables 1 and 2 give the damage ratios for each key element. It
should be noted that a value is included for contents and that utiliza-
tion of repair multipliers can result in costs exceeding the total cost
of the structure. This is reasonable since demolition and removal costs
would be required for major repairs.
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Use of Tables 1 and 2 in conjunction with the drift and acceleration
values from the nonlinear analysis resulted in Tables 3, 4, and 5 which
presents the damage matrices giving damage as a function of design level
and applied loading. Appendix C presents a detailed discussicn of the
damage matrix approach. Included in the damage matrix is the damage to
the structure and the contents using the noted repair factors.

Moment Frame. The response of the moment frame structure is in the
constant velocity region of the spectra for all six design ranges. 1t
is significant to note that as the structure is stiffened, displacement
is reduced; however, acceleration is increased. Damage i1s dependent on
both displacement and acceleration. Note also that for a given applied 1
load level, each of the six design cases is at a different damping level,
with the weakest structure being most heavily damped. 1In the low applied
loading level the strong structures are lightly damped, responding clas-
tically with higher floor accelerations. The weaker structures are more
heavily damped, responding inelastically with lower floor accelerations.
In this range, stiffer structures receive greater damage; this condition
exists to about 0.5g for the range of structures studied. Over 0.5g,
the stiffer structures exhibit lower damage, as might be expected. Thr
use of a single time history event with its unique frequency content
results in minor response variations. Any single time history has
unique frequency gaps and high points. Since the period of the struc-
ture changes with strengthening, secondary interactions occur between
the frequency high points and structure periods such that the response
at a particular design level might be slightly reduced or amplified o
the response of an ideal time history without gaps and high points.
Further, the six design cases are not exact multiples but rather depend
on selection of available structural shapes. These factors induce very
minor dispersion in the results. A clear conclusion, however, is that
stiffening in the low applied acceleration region does not reduce total
damage. Figure 4 shows a plot of damage ratio as a function of applied
load to design level. The data illustrate the effects of variation in
period of the structure on the response. The damage ratio is a complex
function of period, damping, range of non-linear behavior, and the mix
of total damage caused by drift and acceleration.

Braced Frame. The response of the braced frame structure is in the
constant acceleration region of the spectra for all six design ranges.
The structure in its basic configuration with bracing is a much stiffer _
structure than the corresponding moment frame, pushing the response from |
the constant velocity region to the acceleration region. The resulting
floor accelerations produced by the applied loading are higher than those
of the moment frame while story drifts are reduced. In the medium and
low level applied loading range, damage decreases with stiffening; how-
ever, at high load levels the acceleration dominates, resulting in higher
damage with stiffening. Again, note that damping varies with the ratio
of applied to design load level. Note also that three of the designs
utilized 2-bay bracing, and three of the designs utilized 3-bay bracing.

Figure 5 shows a plot of damage ratio as a function of applied load to
design level. Again, note the effect of period variation on response.




Shear Wall. The shear walli/frame structure was the stiffest of the
three concepts studied. Damage was generally least with this structure;
however, coilapse did occur rfor the 0.1g design ot 0.9g applied load.
The brittle nature and sudden shear failure are illustruated by the .29
damage ratio at 0,8g loading and the collapse at 0.9g loading (Table 5).
In general, because of the low period of the structure, floor accelceration i
resulting trom ampiification 7 base motion was Jeast; and in high appliied
acceleration load levels, attenuation occurred. Figure 6 shows a plot
of damage ratio as a tunction of applied loading.

Site Seismic Probabpility

An auteomated procedure has been developed at NCIEL to perform a seismic
analysis using available histoeric data and geologic datz. The objective
ot the seismicity study was to determine the probibility of occurrence
ot acceleration at the site. To do this, site coordinates and the study J
bounds are specified in terms of latitude and longitude. A regional
study is first performed in which all of the historic epicenters ave
used with an attenuation relationship to compute site acceleration for
all historic earthquakes. A regression analysis is performed tc obtain
regional recurrence coefficients, and a map of epicenters is plotted.
The regional recurrence can be used to compute the probability of site
acceleration for randomly located events in the study arez. Such 4 con- {
dition is used when individual faults are not known well enough to he
specified.
Where individual fault areas can be specified, individual subsets
of the historic data are used in conjunction with geologic data to deter-
mine fault recurrence coefficients; these are used to compute the prop-
ability of site acceleration from individual fault sources. The total
risk is determined for all faults specified. Confidence bounds are given
on the site acceleration as a function of probability of not being ex-
ceeded. Results of five cuse studies were utilized in this work.

NAVY ECONOMIC ANALYSIS

Reference 3 gspecifies procedures lor evconcmic anaivses ol tacilities.
The principles of the analyses are: i

1. Insure an optimum allocation of scarce rescurces.

2. Effectively consider alternatives and life-cycle funding
implications.

3. Recognize that money has value over time expressed by an
interest rate.

This analysis, thus, must include the consideration that earthquake
strengthening is expressed as a current cost increase to protect against
a future dollar loss. The real world is complicated by cost increases !
through inflation. This means that to repair or replace the damaged

building some time in the future will cost more than today. The work in

the previous sections expresses costs of strengthening and Jumage as a

percentage of building value to maintain a common reference. That premisc !
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recognizes increased value of the building and increased costs of repair.
{n an economic sense this may be expressed as letting the discount rate
(the value of veturn on investment) be equal to the inflation rate.

The government has placed a value on money in time. NAVFAC P442
(Ref 3) and DODINST 704l.3 specify the discount rate as 10%. NAVFAC
P44

B

<. states:

"The ractionale for adopting the private-sector rate of
return as the discount rate for analyzing Government invest-
ment propesals turns on the notion that Government investments
are funded with money taken from the private sector (prepun-
derantly via taxation), are made in the ultimate behalf of the
private sector (i.e., the individuals comprising it), and thus
bear an implicit rate c¢f return comparable to that ot projects
undertaken in the private sector. In this interpretation, 4%
measures the opportunity cost of investment capital roregone
by the private sector.,"

The 1U% rate is a differential rate in addition to inflation.

When the present worth of the .annual expected damage is considered
using a discount rate of 10%, the present worth estimate of the damage
would effectively be reduced by a factor of about 5. To restate this,
the earthquake could occur at any point during the life of the structure;
the best estimate is to consider an equivalent series of annual expected
losses. The assumed life of the structure is 50 years based on NAVFAC
seismic design criteria.* The present worth of this accumulated loss
series can be computed, and its value is about one-fifth of the total
expected loss.

it is important to note that the discount rate specified for use is
actually a differential rate of 10% over the rate of inflation. It is
recognized that the future cost of the repair would increase with time.
One could use the differential rate and not consider inflation, or one
could consider the rate of inflation to project an increased repair cost
and then discount that cost using a discount rate of 10% plus the infla-
tion rate. The results for modest inflation rates are approximately the
same. The differential cost approach has been used in this study.

[ncluded in the economic analysis is a value for injury and loss of
life. This is discussed in depth in Reference 1. The value of loss of
a life used in the analysis is $300,000. As discussed later results
were not sensitive to the value selected.

SITE STUDIES
Five sites** were examined in light of the cost and damage data

presented earlier and the probability of site acceleration distributions.
Figures 7, 8, and 9 give the results of the increased cost of strengthening

*NAVFAC P442 usually uses 25 years for performing economic analysis.
Use of 50 years was selected to conform to seismic criteria in use.

**Bremerton, Wash.; Memphis, Tenn.; San Diego, Calif.; Port Hueneme,
Calif.; and Long Beach, Calif.




for edach structure type at various design levels. The moment frame is
the most expensive strengthening system and demonstrates clearly a minjimunm
cost.  Costs for the braced frame and shedar wall systems do not vary as
significantly with design level.

Based on the probability distribution data from the {ive sites,
Figure 10 indicates the least-cost design acceleracion in terms of the
225-vear return-time acceleration (80% ~vobability of not being exceeded

in 50 vears).

SENSITIVITY OF RESULTS

To evaluate the sensitivity of the results to variations in cost,
damage, and the value of life, a number of studies were run in which
data were varied by 257, Figures 1l and 12 illustrate typical results
for the Port Hueneme site. Variations in the computational process
essentially shifted results along the ceost axis. The conclusions on
cost-eltective design levels are relatively insensitive to changes in
cost, damage, and value of life. ;

TYPES OF FACILITIES

Categories of Seismic Safety

The following definitions regarding earthquake safety for structures
have been adopted by the Naval Facilities Engineering Command (NAVFAC):

[Life Safety. This is the lowest acceptable safety level and requires
that the structures resist collapse when exposed to the design earthquake
and that nonstructural items do not present a hazard to personnel.

Mission Essential. Structures in this category must remain func- )
tional after exposure to the design earthquake. The following structures :
qualify as mission essential:

(a) Power plants and electrical distribution systems
(b) Water tanks

(c¢) Medical facilities

(d) Fire stations

(e) Vital communication facilities

(f) Those designated by the major claimant

The "mission" is the overall Navy mission, not the local activity \
function. Where similar facilities exist at other geographical locations '
or where operations can be carried on expediently, a structure is not
considered essential from the overall Navy standpoint. Also, if sus-
pension of the activity can be tolerated during a repair or replacement
period the structure is not considered mission essential.

Critical Facilities. This is a special category of structure* that
houses dangerous or toxic substances whose release would be hazardous;

*Dams are covered under the Dam Safety Act and investigated under

a separate program.




in general, this includes chemicals or explosives. Facilities in this
category should provide for basic life safety but do not necessarily
uced to remain {unctional after the design earthquake., However, they
vhould be adequate to insure that earthquake damage will not cause the
release of hazardous substance.

These above definitions reflect the work of the Interagency Seismic
Safety Committee and really do not reflect the Navy's needs clearly.
They de not give any guidance on the meaning of a design earthquake.
Should it be determined probabilistically or deterministically? How
safe is enough? A review of the proposed mission essential facilities
includes medical facilities. Does this humanitarian action truly reflect
the Navy sea mission? The author would prefer that the term "mission
essential" be strictly limited to those facilities which must survive to
perform the defense mission of the Navy, such as the vital communication
facility. Power distribution may appear to be mission essentiai but
really is not when more cost-effective solutions such as '"no break"
electrical backup generators dare usually standard items at any communi-
cation facility since base power outages trom mechanical generating
tailures cannot be tolerated.

For this report, the author uses the following definitions:

Mission Essential. Those facilities relating to the defense posture
of the Navy mission which must function without consideration of cost.

Very Important Structures. Those facilities which warrant special
attention to minimize damage and reduce risk and life loss and for which
additional expenditure of funds is warranted.

Important Structures. Structures which require designs in excess
of code provisions but do not have the same level of importance as above.
Optimal level of expenditure of funds is considered, minimizing the
expected costs, damage, and strengthening.

Mission-Essential and Very Important Structures

A question might arise as to what design level should be utilized
for mission essential structures. Again, the term "mission essential"
in this context is restricted to mission-~related requirements to support
a vital Navy mission., 'Mission essential" is not assigned to structures
solely on the number of inhabitants, but rather on the unique function
of the structure. Theaters, schools, and hospitals are not "mission-
essential" structures — they are very important structures at best.

For a mission essential structure, what design level should be used
to insure survival? The answer must be presented in terms of the expected
performance and exposure. What constitutes survival? Ten percent damage
sheould be acceptable for many structures; however, for electronic func-
tions, equipment tolerances to acceleration may have to be specified.
Survival for a critical structure must be specified in terms of opera-
tional limits that cannot be exceeded; e.g., electronics not having more
than 0.2g, or structural, mechanical, and electrical systems having limits
of 5% damage with no structural members yielding, or similar limits with
a performance requirement having been specified, the response analysis
may be performed. Relatively complete assurance can only be achieved by
calculation of the maximum credible event. This defines the upper bound




of seismic shaking physically possible and is not time-related; often
this level is very high. Performance of the mission essential structurc
must be evaluated at lower shaking levels. Variations in earthquake
frequency with amplitude of shaking significantly intluence 1esponse.
Critical limiting conditions may be rcached at less than maximum sharing.
Since the number of true mission-essential structures is very limited,
cach should be treated separately, using damage evaluation techniques
developed in the Site sStudies section. To insure survivaid witnh minimsl
disruption, having multiple facilities, each spaced several hundred miles
apart should be considered; thus, a seismic event affecting one sitc
would not affect the other.

For other structures, a second categury should be adepted, that o:
the very important structure. This is a class ¢f structure to which
special attention should be paid and more money spent on improving tho
probability of reducing damage. The approach takeu should utilize adjust-
ment factors to subjectively evaluate the degree of enhancement.

As an example, a penalty factor of 5 mav be applied to the damage.

Bv this, the computed damage is multiplied by 5. The penalty factor of

5 is selected since it cancels the discounting eftect. In essence, it
presents the analysis results for the case where an economic return (107)

is not sought on the investment. This then minimizes cost of strengtheniug
directly against expected damage. Other values mav also be used. Figure I3
shows how the design acceleration levels shift for this damage level.

This same figure may be viewed as computing the damage analysis without
discounting the future damage over the life of the structure.

Demonstration

The following example cases of buildings with moment frame construction
are presented to clarify usage of the procedure.

Example 1 - Important Building.

225-year site seismicity acceleration - 0.3g

Type of construction ~ Moment frame

Category - Important building

What is the minimum total cost design acceleration level?
Answer -~ Use Figure 10; 0.1g; uw = 1.0.

Design for O0.lg for an elastic design (ductility = 1.0).

Example 2 - Very Important Building.

225~year site seismicity acceleration -~ 0.3g
Type of construction - Moment frame

Category ~ Very important building

What is an appropriate design acceleration level?

Judgment ~ apply factor of 5.0 to damage




Answer - Use Figure 13; 0.18g; u = 1.0.
Design for 0.18g for an elastic design (ductility = 1.0).

Example 3 - Mission-Essential Building.

225-year site seismicity acceleration - 0.3g

Type of construction - Moment frame

Category - Mission-essential building

What is the appropriate design acceleration level?
Answer ~ Take following steps:

l. Evaluate operational performance requirements.

2. Evaluate seismic behavior; determine maximum credible event.

3. Select performance limits, drift, displacement, acceleration,
and other factors.

4, Develop drift and acceleration relationships similar to those
in Tables 1 and 2.

5. Develop trial design; analyze for motion in step 2.
6. Evaluate damage.

7. Repeat step 5 to limit damage.

OPTIONS FOR IMPLEMENTATION

For important and very important structures, there are several options
for implementation, depending on the level of effort that NAVFAC feels
warranted. For all the options, recall that the ductility performance
level of 1.0 is used.

Option 1 - Limited Economic Analysis

The first option is to cmploy a limited economic analysis of the
type performed here for each major construction project. A damage func-
tion of the type shown in Figures 4, 5, and 6 should be sufficient rather
than a full damage matrix approach. Utilization of a damage function
reduces the extent of analytical calculation re-uired. The damage func-
tion should be representative of the class of structure being studied,
with the type of strengthening system considered. The economic analysis
can be performed in conjunction with site seismicity studies. Appropriate
software has been partially developed as part of this task. Development
into a production code and documentation remain to be accomplished.




Option 2 -~ Prescribed Acceleration Reduction Levels

In this option, 225-year return time accelerations are reduced,
depending on the type of construction. These data are limited to the
class of structure analyzed, but the option may be applicable to other
classes also. Figure 14 may be utilized as the basis for important
structures. Figure 15 may be utilized for very important structures to
which special emphasis for reduced risk is deemed desirable. This work
may be expanded to cover additional structures or structural materials
to produce additional guidance.

Option 3 -~ Prescribed Acceleration Return Times

Design return times such as the following may be selected:

Important structures 100 years
Very important structures 250 years

This approach ignores the variability of site seismicity but reduces the
complexity.

Procedure for Estimating Optimal Design (Option 1)

The following gives a brief step-by-step procedure using Option 1
for computing design levels and expected loss from seismic shaking.

1. Determination of Site Acceleration Probability. The site data,
including location of faults, maximum credible magnitudes, site location,
and other factors, are used as input to NCEL-developed program RECUR.
This program computes the total* probability of exceeding various levels
of acceleration at the site. The results are given as a table of prob~
ability and acceleration level.

2. Spectra Level. A spectrum is created by use of site-matched
records or by use of a standard shape site-independent technique. The
spectrum is scaled to the nominal acceleration desired.

3. Cost Function. The cost of seismic strengthening must be estimated
for a range of seismic levels.

4. Damage Function. The structural plans must be analyzed either
using modal analysis techniques or nonlinear structural analysis procedures
to evaluate drifts and accelerations with load. Programs exist to perform
automated analysis. Damage as a function of design and load must be
determined either as a damage function or as a damage matrix (see
Appendix C). A damage function approach should be sufficient.

5. Economic Analysis. The expected damage and cost of strengthening
must be evaluated using the site seismicity probability distribution. A
program can be formulated to perform this analysis.

*"Total" is used to indicate that the probability represents the
effect of all the faults acting together and does not simply use the
single worst or governing fault.
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CONCLUSION

Seismic strengthening costs are seen to be dependent on the type of
strengthening svstem utilized; damage is correlated both to drift and
acceleration. Strengthening alone limits drift damage but increases
dcceleration damage. Damage to a structure is a complex mechanism
influenced by damping level, degree of inelastic behavior, acceleration
level as well as dritt level, and spectral region of response, Economic
design levels appear to be somewhat greater than those indicated by build-
ing codes; however, design for the full 225-year acceleration would not
be cost-effective for all cases. The most cost-effective design acceler-
ation is a function of construction type and site seismic exposure.

Acceleration produces a significant amount of damage, and special
care should be taken to design ceilings and lights to withstand acceler-
ation. Shaking produces overturning of equipment, which is a significant
factor, accounting for most mechanical and electrical losses.

Since stiffening produces increased acceleration, consideration
should be given to development and utilization of isclation techniques.

Several options are presented for NAVFAC consideration. Option !
presents the most detailed approach and presents the most accurate solu-
tion. Option 2 recommends levels of motion less than the full 225-year
return time. Option 3 specifies specific return times.

SIGNIFICANCE TO NAVY

Table 6 presents the FY82 Navy MILCON Building Construction Program
showing construction in seismic zones 3 and 4. A breakdown of the types
of facilities is shown in Table 7. Table 8 shows planned future MILCON
levels. The FY82 MILCON total of $411 million for seismic zones 3 and 4
is 28% of the $1,450 million total MILCON. Seismic strengthening costs
are a significant factor in construction expenditures. Implementation
of a standardized design procedure will provide for a more efficient use
of funds, reduction in risk, quantification of levels of safety, and
possible reduction of costs of several million dollars annually.
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Table 2. Damage Ratios - Acceleration

Damage Ratios for Following
Element Cost Repair Floor Acceleration
($) | Muledplier Fi=reoT 18g [ 0.50g | 1.2g | L. 45
1. Floor and Roof | 301,200 1.5 0.01 |0.02 |0.10 | 0.50]1.C
2. Ceilings and 288,500 1.25 0.01 10.10 |0.60 ) 0.95]1.0
I Lights
3. Building 731,600 1.25 0.01 [0.10 [0.45 0.60]1.0
Equipment and
Plumbing
4., Elevators 57,000 1.5 0.01 [0.10 |0.50 }0.70]1.0
5. Foundations 412,100 1.5 0.01 0.02 |0.10 J0.50]}1.0 |
(Slab on
Grade, Site-
work) :
6. Contents 500,000 1.05 0.05 10.20 [0.60 | 0.90]1.0 ?

G .
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Table 3. Damage Ratio - Moment Frame
Panage tation for Pelloving
l.oad
(8) 0.00g | 0.10g | 0.15g | 0.20g | 0.25g | 0.30g | 0.35¢
0.00 0.00 | 0.00 | 0.00 | 0.00 | 0.00 | 0.00 | 0.00
0.10 0.10 | 0.08 | 0.08 } 0.09 | 0.11 | 0.11 | 0.1}
0.20 0.17 {0.11 | 0.13 | 0.15 | 0.17 | 0.19 | 0.2l
0.30 0.24 | 0.16 | 0.20 | 0.23 | 0.2z .22 | 0.24
0.40 0.37 | 0.24 | 0.26 | 0.27 | 0.2 0.26 | 0.29 ‘
0.50 0.56 | 0.37 | 0.29 | 0.32 | 0.29 | 0.29 [ 0.31
0.60 0.82 | 0.55 | 0.35 | 0.36 | 0.33 { 0.33 [ 0.32 y
0.70 1.03 [ 0.68 | 0.40 [ 0.39 | 0.35 | 0.34 | 0.35
0.80 1.13 [ 0.75 | 0.43 | 0.43 | 0.38 | 0.38 | 0.38
0.90 1.25 | 0.83 | 0.46 | 0.45 | 0.42 | 0.40 | 0.39
1.00 1.50 | 0.89 | 0.50 | 0.48 | 0.46 | 0.42 | 0.41
Table 4. Damage Ratio - Braced Frame
Passge taties Lor Folloin
Load
(8) 0.00g | 0.10g | 0.15g | 0.20g | 0.25g | 0.30g | 0.35g
0.00 0.00 [ 0.00 | 0.00 | 0.00 | 0.00 | 0.00 | 0.00
0.10 0.10 { 0.08 | 0.08 | 0.07 | 0.07 | 0.07 | 0.06
0.20 0.17 | 0.14 | 0.14 | o0.14 | 0.12 | 0.12 | 0.11
0.30 0.24 | 0.23 ] 0.21 | o0.20 | o0.17 | 0.16 | 0.16
0.40 0.37 | 0.29 | 0.28 | 0.27 | 0.24 | 0.23 | 0.23 '
0.50 0.56 | 0.32 | 0.31 | 0.30 | 0.27 | 0.26 | 0.26 .
0.60 0.82 | 0.3¢ | 0.3 | 0.32 | 0.29 | 0.29 | 0.28
0.70 1,03 |1 0.37 | 0.37 | 0.35 | 0.31 ! 0.3 | 0.35
0.80 1.13 | 0.42 | 0.41 | 0.41 [ 0.36 | 0.37 | 0.39
0.90 1.25 | 0.45 | 0.43 | 0.43 | 0.47 | 0.45 | 0.52
1.00 1.50 ( 0.49 | 0.48 | 0.47 [ 0.56 | 0.61 | 0.71




Table 5. Damage Ratio - Shear Wall

; Applied Damage 3atios for Fo%lowing
Load Design Acceleration

i (8) 0.00g | 0.10g | 0.15g | 0.20g | 0.25g | 0.30g | 0.35g
0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00
0.10 0.10 0.04 0.04 0.04 0.04 0.02 0.02
0.20 0.17 0.08 0.07 0.07 0.07 0.07 0.07
0.30 0.24 0.11 0.11 0.10 0.09 0.07 0.10

1 0.40 0.37 0.15 0.14 0.13 0.12 0.11 0.11

: 0.50 0.56 0.20 0.18 0.16 0.14 0.11 0.11
0.60 0.82 0.24 0.23 0.18 0.17 0.14 0.14
0.70 1.03 0.26 0.26 0.20 0.17 0.17 0.17
0.80 1.13 0.29 0.28 0.24 0.21 0.12 0.20
0.90 1.25 1.20 0.31 0.25 0.23 0.20 0.19
1.00 1.50 1.50 0.32 0.28 0.25 0.23 0.22

ol




Table 6. Summary of FY82 Navy MILCON Building Construction Projects
in Severe Earthquake Areas (Zones 3 and 4)

Cost
Area (S in Thousands)
Individual Total
Eastern United States 39,660
| Boston/Portsmouth 2,900
Charleston/Savannah 25,760
St. Louis/Little Rock/ Memphis 11,000
Western United States 352,060
California and Southwest Arizona 300,910
Reno/Fallon/Hawthorne 12,000
Seattle/Bremerton/Keyport-Bangor 32,600
Alaska/Hawaii 6,550
Pacific Ocean 20,200
Phillippine Islands 18,950
Japan/Okinawa 1,250
TOTAL 411,920
Table 7. Breakdown of Facilities in Seismic Zones
3 and 4
P Cost
! Facilities ($ in Thousands)
{
1
i Housing 62,600
J Warehouse and Miscellaneous Storage 14,550
i Community 10,090
Administrative 24,200
Operational 68,480
Medical 204,000
Training and Other 28,000
TOTAL 411,920

Table 8. Planned MILCON Total Obligational Authority, Jan 1982

li Cost
! Fiscal Year ($ in Millions)

1982 1,450
1983 1,208
1984 1,616
1985 2,100
1986 2,289

1987 3,446
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225-Year Return Time Acceleration (g)
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0.1 Q.2 0.3
Design Acceleration (g)

Figure 10, Least cost design acceleration, including present NAVFAC policy for important facilities.
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Figure 13. Design acceleration with damage penalry of S,




* Assumes UBC design produces structure with approximately 4 = 1 response [ = 1.
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Appendix A

PLAN AND ELEVATION OF THREE-STORY BUILDING
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Tributary Area for Vertical Load Considered for Scismic Analysis
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Figure A-1. Typical plan of three-story building.
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Appendix B
STRUCTURE DESIGNS AND COSTS
by Walter Saunders

of
Martin & Saunders

INTRODUCTION

Three lateral force systems were selected for consideration in the
study. The first of these is a ductile moment resistant steel rigid
frame. The second is a braced frame in which the vertical bracing is in
the form of an inverted vee. The third system is a shear wall system in
which the walls are combined with a steel frame which carries the vertical
load. Wall construction is either reinforced concrete or reinforced
masonry depending upon the strength and framing requirements.

Elements of the various framing systems were proportioned using the
strength design provision contained in the AISC Specifications (Ref B-1)
and the ACI Building Code Requirements (Ref B-2). Design forces in the
individual members were obtained by applying suitable load factors to
the loads obtained from the dynamic response analysis. Load factors
used in the design analysis are as follows: dead load plus live load,
1.7; dead load plus live load plus static lateral load, 1.3; and dead
load plus live load plus seismic response spectrum, 1.0. Ultimate
strength of the masonry was estimated as being twice the allowable value
which is consistent with the work reported in Reference B-3.

DESIGN SPECTRUM

The design spectra used in this study are based on the elastic design
spectrum developed by Newmark and Hall (Ref B-3). The six levels of
base acceleration which include 10%g, 15%g, 20%g, 25%g, 30%g, and 35%g
form the basis for six load conditions which will be applied to each of
the three lateral force systems. The design spectra for these six values
of base acceleration were constructed using the applicable amplification
: factors for 5% of structural damping. These spectra must be digitized
I S0 as to represent the spectrum in a linear manner in the dynamic response
1 analysis. These data are used in the modal response analysis.

DESIGN ANALYSIS

Prior to beginning the preliminary design analysis, it is necessary
to perform a detailed weight analysis of the original structure in order
to determine the mass distribution in the structure and the distribution
of gravity load to the peripheral frames. It is ascumed that one-half
of the total mass is taken by each of the peripheiru. frames which are




parallel to the direction of the ground motion. In order to insure that
relative story displacements were within acceptable bounds, it was neces-
sary to establish drift criteria for the frames which were related to

the seismic design spectra. It was therefore decided to use the criteria
set forth in the ATC-3 Report (Ref B-4). This required defining the
Etfective Peak Velocity (EPV) as the maximum spectral velocity (obtained
from the response spectrum) divided by 2.5. The velocity related acceler-
ation cvefficient (Av) was then obtained from the established relation
between EPV and Av. With Av determined, the seismic¢ coefficient could

be calculated and used to determine the base shear. This is then in-
creased by a suitable deflection coefficient to obtain the pseudo static
forces to be used for evaluating drift. The maximum relative story
displacement divided by story height according to this criteria is

€.015.

Preliminary design analyses of the moment frames and the braced
frames were done using the computer program TABSSD (Three Dimensional
Analysis of Building Systems with Strength Design). This program is an
extension of the ETABS Program (Ref B-5) which includes strength design
of steel members. Various subroutines have been added which incorporate
the strength design provisions found in Part 2 of the ALSC Specification,
Also, tables of section properties have been added which allows the pro-
gram to automatically select member sizes. To initiate the design process
a preliminary design is required. 1In this case, the preliminary design
was assumed to be similar to the design of the original reference building.
The program then recursively performs a force analysis and member selection
until there is no significant change in the member sizes. This is partic-
ularly significant in the case of a response spectrum analysis because
the inertia loads are changing with each iteration.

Following the preliminary design analysis, the designed frames were
reviewed and certain changes were made to reflect framing consideration,
connections, and column splicing. In the moment frames it was considered
necessary to incorporate a grade beam at the foundation line in order to
realistically transmit the column base moments into the foundation.

Also, it was decided to splice the columns just above the second floor
level on all of the frames. For the bruced frames, it was decided to
use simple connections for the girders in the unbraced bays. Also from
the preliminary analysis, it was determined that it would only be neces-
sary to brace two of the five bays.

Based on the preliminary analysis of the braced frames, a preliminary
design for the shear wall frames was determined. It was decided to place
shear walls in only two bays so as to be compatible with the braced frame
design and also the functional requirements for the structure. Preliminary
analysis indicated that reinforced concrete walls would have to be used
for the four highest base accelerations whereas reinforced masonry walls
could be used for the lower two base accelerations.

Figures B-1 through B-19 show the moment frames, brace frames, and
shear wall frames for the various base accelerations.
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Appendix C

DAMAGE FUNCTION

DEMAND/CAPACITY RATIO

One of the basic elements in a damage function for a building is
the expression of the damage or ductility level as a function of the
demand/capacity ratio. The demand/capacity ratio is an expression applied
to design acceleration. The basic question is whether a given demand/
capacity ratio predicts the same ductility for various levels of design
capacity. Murakami and Penzien (Ref C-1) investigated nonlinear response
| from excitation of single~degree-of-freedom hysteretic models.
! Figure C-1 shows the envelope of earthquake records they used;
Figure C-2 shows the models. Figures C-3 through C-6 show the linear
and nonlinear response for the properties indicated. By use of the data
in Figure C-4, the demand/capacity ratio can be plotted for mean ducti-
lities of 1.0 and 5.0 (Figure C-7). Figure C-8, based on Figure C-7,
shows the ratio of demand to capacity for a ductility of 5.0 to that for
a ductility of 1.0. The ratio is seen to vary with the natural period
of the structure. The data indicate that as long as the natural period
of a structure remains unchanged, a given demand/capacity ratio will
produce the same ductility.

This may be restated as follows: given two elastoplastic single-
degree-of-freedom systems with the same mass, stiffness, natural period,
and excitation accelerogram shape, the same ductility will be produced
in both systems if the ratio of peak acceleration to yield resistance
acceleration is maintained.

An alternative formulation has the resistance stiffness and mass of
one elastoplastic single-degree-of-freedom system a multiple of the other.
The natural periods of both would be the same and, given the same shape
excitation with amplitudes, a multiple of the same ductility would result.

It is known (Ref C-2) that damping and period change with ductility
as inelastic behavior progresses (Figures C-9 and C-10). However, as
noted in Figure C-8, these changes are small and would not influence the
ratio of design applied to acceleration for a constant ductility level.

Changes in a structure's design when strengthening a structure
primarily influence the stiffness and, to a lesser extent, the mass. .
Strengthening may be accomplished by substitution of a stronger, or ‘
higher yield stress, material of the same stiffness or by an increase in
the size of the member, which, of course, would increase the stiffness.
These changes in design usually affect the natural period. Figure C-11
shows the stiffness required for elastic (r = 1) design for nominal design
spectrum levels. The data over a range show stiffness required may be
approximately taken to be linearly proportional to applied spectral
loading.

In actual construction, strengthening will take place by increasing
column and shear wall cross sections resulting in some minor increase in
mass and a large increase in stiffness. Generally, the optimal design

c-1
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range can be narrowed to approximately the 0.lg to 0.2g range; stiffness
might be expected to double and the period to halve over the full range.
The ductility can be expected to vary by a factor of 2 over this wide
range. Thus, a structure designed for 0.2g with 0.2g applied might have
twice the ductility demand of a structure designed for 0.lg with O.lg
applied. Damage estimation relies on estimation of design-to-collapse
ratios.

Both the design level and collapse level resistance required depend
on the natural period. The ratio of design level (acceleration for p = 1)
to collapse level (acceleration for u = 5) over a period range of 0.5 to
2.0 seconds varies from 2.25 to 2.60 (Figure C-8). Figure C-12 shows
ductility resulting from an application of load acceleration 2.0 times
the acceleration for uw = 1.0. Again, between the range of 0.5 and
2.0 seconds, the resulting ductility is fairly constant. This variation
is within the accuracy of the data in general and should not have a major
effect on the results of the general damage expression formulated. An
alternative approach would be to formulate a damage matrix rather than a
function.

DAMAGE FUNCTION AND DAMAGE MATRIX

The damage function is an expedient approximate procedure for esti-
mating damage. For existing construction, it is possible to estimate
no-damage and collapse-damage levels by scaling response from a single
modal analysis. For new construction, it is possible to predict damage
by establishing the type of construction and the ratio of elastic to
collapse response. These are relatively simple terms requiring minimal
analysis. As shown earlier, modal analysis may be an inexact solution
to nonlinear response to a random earthquake. Further, changes in natural
period affect the damage function.

A further refinement is possible by creating a damage matrix in
which the damage condition is given as a function of various design
acceleration levels and various nominal* applied acceleration levels.
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based on a spectrum and will contain higher values as a function of
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Figure C-7. Mean ductility.
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Figure C-8. Ratio demand/capacity i = § to demand/capacity u = 1.
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Figure C-11. Stiffness required to remain elastic,
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Ducrility for Design/Capacity = 2.0
Applied Losd = 2.0 times u = 1 loading

|

1 1

0.3 04 OS5

Period (sec)

Figure C-12. Ductility variation with period for load 2.0 times u = 1 load,




i
N
X

ot

DISTRIBUTION LIST

ARMY Fal Engr. Letterkenny Army Depot. Chambersburg, PA

AFB AF Tech Office (Mgt & Ops). Tyndall, FL. CESCH, Wright-Patterson; LEEH (J Stanton) Washington,
DC; MAC/DET. Scou. IL; SAMSO/MNND. Norton AFB CA; Stinfo Library, Offutt NE

ARMY ARRADCOM. Dover, NJ; DAEN-MPE-D Washington DC: ERADCOM Tech Supp Dir. (DELSD-L)
Ft. Monmouth, NJ; Tech. Ref. Div., Fort Huachuca, AZ

ARMY - CERL Library, Champaign IL

ARMY COASTAL ENGR RSCH CEN R. Jachowski. Fort Belvoir VA

ARMY COE Philadelphia Dist. (LIBRARY) Philadelphia. PA

ARMY CORPS OF ENGINEERS MRD-Eng. Div., Omaha NE: Scattle Dist. Library. Seattlc WA

ARMY ENG DIV ED-CS (8.Bolin) Huntsville, AL; HNDED-CS. Huntsville AL: HNDED-FD, Huntsville, AL

ARMY ENG WATERWAYS EXP STA Library, Vicksburg MS

ARMY ENVIRON. HYGIENE AGCY HSE-EW Water Qual Eng Div Aberdeen Prov Grnd MD

ARMY MATERIALS & MECHANICS RESEARCH CENTER Dr. Lenoe, Watertown MA

ARMY MISSILE R&D CMD SCl1 Info Cen (DOC) Redstone Arsenal. AL

ARMY-DEPOT SYS COMMAND DRSDS-Al Chambersburg, PA

BUREAU OF RECLAMATION Code 1512 (C. Selander) Denver CO

CNM NMAT - 044, Washington DC

CNO Code NOP-964. Washington DC

COMFLEACT, OKINAWA PWD - Engr Div, Sasebo, Japan: PWO, Sasebo, Japan

COMOCEANSYSLANT PW-FAC MGMNT Off Norfolk. VA

DEFENSE CIVIL PREPAREDNESS AGENCY Washington, DC

DEFENSE INTELLIGENCE AGENCY DB-4C! Washington DC

DEFFUELSUPPCEN DFSC-OWE (Term Engrng) Alexandria, VA; DFSC-OWE, Alexandria VA

DOD Explosives Safety Board (Library), Washington DC

DTIC Defense Technical Info Ctr/Alexandria, VA

DTNSRDC Anna Lab. Code 4121 (R A Rivers) Annapolis, MD

DTNSRDC Code 1706, Bethesda MD; Code 172 (M. Krenzke), Bethesda MD

GSA Assist Comm Des & Cnst (FATA) D R Dibner Washington, DC

LIBRARY OF CONGRESS Washington, DC (Sciences & Tech Div)

MARINE CORPS BASE M & R Division, Camp Lejeune NC; PWD - Maint. Control Div. Camp Butler,
Kawasaki, Japan; PWO Camp Lejeune NC; PWO, Camp Pendicton CA; PWO, Camp S. D. Butler,
Kawasaki Japan

MARINE CORPS HQS Code LFF-2, Washington DC

MCAS Facil. Engr. Div. Cherry Point NC: Code S4, Quantico VA: Facs Maint Dept - Operations Div, Cherry
Point; PWD. Dir. Maint. Control Div., Iwakuni Japan, PWO, Yuma AZ; SCE, Futema Japan

MCLB BS520. Barstow CA

MCRD PWO, San Diege Ca

NAF PWD - Engr Div. Atsugi, Japan, PWO, Atsugi Japan

NARF Code 640, Pensacola FL

NAS CO. Guantanamo Bay Cuba; Code 114, Alameda CA; Code 183 (Fac. Plan BR MGR); Code 18700,
Brunswick ME; Dir of Engrng, PWD, Corpus Christi, TX: Dir. Util. Div., Bermuda; PW (J. Maguire),
Corpus Christi TX; PWD - Engr Div Dir, Millington, TN: PWD - Engr Div, Oak Harbor. WA: PWD Maint.
Div., New Orleans, Belle Chasse LA; PWO Belle Chasse, LA: PWO Chase Ficld Beeville, TX: PWO Key
West FL: PWO Sigoneila Sicily: PWO Whiting Fid. Milton FL; PWO. Dallas TX; PWO. Glenview IL;: PWO,
Kingsville TX: PWO, Miramar. San Diego CA; ROICC Key West FL: SCE Norfolk, VA; SCE, Barbers
Point HI; Security Offr, Alameda CA

NASDC-WDC T. Fry. Manassas VA

NATL RESEARCH COUNCIL Naval Studies Board. Washington DC

NAVACT PWO, London UK

NAVAEROSPREGMEDCEN SCE, Pensacola FL

NAVAIRDEVCEN Code 813, Warminster PA; PWD. Engr Div Mgr. Warminster. PA

NAVCHAPGRU Engineering Officer, Code 60 Williamsburg, VA

NAVCOASTSYSCEN CO. Panama City FL: Code 715 (J Quirk) Panama City. FL: Library Panama City, FL;
PWO Panama City. FL

NAVCOMMAREAMSTRSTA SCE Unit 1 Naples laly; SCE, Wahiawa HI

NAVCOMMSTA Code 401 Nea Makri. Greece

NAVEDTRAPRODEVCEN Technical Library, Pensacola, FL

NAVEDUTRACEN Engr Dept (Code 42) Newport. Rl

NAVEODTECHCEN Code 60S, Indian Head MD

NAVFAC PWO, Brawdy Wales UK; PWO, Point Sur, Big Sur CA

NAVFACENGCOM Code 03T (Essoglou) Alexandria. VA; Code (43 Alexandria, VA; Code (453 (D. Potter)
Alexandria, VA: Code 0453C. Alexandria, V. Code 04A1 Alexandria, VA: Code (M54, Technical




ey

Library, Alexandria. VA: Code 1113, Alexandria. VA; Morrison Yap. Caroline Is.. ROICC Code 495
Portsmouth VA

NAVFACENGCOM - CHES DIV. Code 101 Wash, DC: Code 407 (D Scheesele) Washington, DC: FPO-
Washington. DC: FPO-1EAS Washington DC: Library. Washington. D.C.

NAVFACENGCOM - LANT DIV. Eur. BR Deputy Dir, Naples Italy. Libiary. Nortolk. VA: RDT&ELO
102A, Norfolk. VA

NAVFACENGCOM - NORTH DIV. Code U4 Philadelphia. PA: Code 1028, RDT&ELO. Philudelphia PA:
Library, Philadelphia. PA: ROICC, Contracts, Crane IN

NAVFACENGCOM - PAC DIV. (Kyi) Code 101, Pearl Harbor. Hl; CODE (9P PEARL HARBOR HI: Code
402. RDT&E. Pearl Harbor Hl: Commander. Pearl Harbor, HI: Library, Pearl Harbor, Hi

NAVFACENGCOM - SOUTH DIV. Code 9. RDT&LELO, Charleston SC: Library, Charleston, SC

NAVFACENGCOM - WEST DIV. Code 04B San Bruno. CA: Contracts. AROICC. Lemoore CA: Library, San
Bruno. CA; RDT&ELO Code 2011 San Bruno, CA

NAVFACENGCOM CONTRACT AROICC, Point Mugu CA: AROICC. Quantico, VA: Colts Neck. NJ: Eng
Div dir. Southwest Pac, Manila, PI; OICC, Southwest Pac, Manila. PI. OICC-ROICC. NAS Oceana.
Virginia Beach, VA: OICC/ROICC, Balboa Panama Canal; ROICC AF Guam: ROICC, Kefavik. leeland:
ROICC, NAS, Corpus Christi, TX: ROICC, Pacific, San Bruno CA

NAVMAG SCE, Subic Bay, R.P.

NAVOCEANSYSCEN Code 4473 Bayside Library. San Diego, CA: Code 4473B (Tech Lib) San Dicgo. CA

NAVORDMISTESTFAC PWD - Engr Dir, White Sands, NM

NAVORDSTA PWO, Louisville KY

NAVPHIBASE CO. ACB 2 Norfolk. VA; Code S3T. Norfolk VA; Harbor Clearance Unit Two, Little Creck. /
VA; OICC/ROICC, Norfolk, VA; SCE Coronado. SD.CA

NAVREGMEDCEN Code 3041, Memphis, Millington TN: PWD - Engr Dw. Camp Lejeune. NC; PWO - Engr
Div, Camp Lejeune, NC; SCE: SCE San Diego. CA; SCE, Camp Pendleton CA

NAVSCOLCECOFF CO, Code C44A Port Hueneme, CA

NAVSCSOL PWO, Athens GA

NAVSECGRUACT PWO. Torri Sta, Okinawa

NAVSHIPREPFAC Library, Guam: SCE Subic Bay

NAVSHIPYD Code 202.4, Long Beach CA; Code 202.5 (Library) Puget Sound. Bremerton WA: Code 400,
Puget Sound: Code 440 Portsmouth NH; Code 440, Norfolk: Code 440, Puget Sound. Bremerton WA
Library, Portsmouth NH; PWD (Code 420) Dir Portsmouth, VA: PWD (Code 460) Portsmouth, VA: PWOQ.
Bremerton, WA: PWO. Mare Is.; Tech Library, Vallejo. CA

NAVSTA CO Roosevelt Roads P.R. Puerto Rico; Dir Engr Div, PWD, Mayport FL: Engr. Dir., Rota Spain;
Long Beach, CA: Maint. Div. Dir/Code 531, Rodman Panama Canal: PWD - Engr Dept, Adak. AK: PWD
Engr Div, Midway Is.;. PWO, Keflavik Iceland; SCE. Guam: SCE. San Diego CA

NAVSUPPACT Engr. Div. (F. Mollica), Naples Italy: PWO Naples Italy

NAVTECHTRACEN SCE, Pensacola FL

NAVWPNCEN Code 2636 China Lake: Code 3803 China Lake, CA: PWO (Code 266) China Lake. CA: ROICC
(Code 702), China Lake CA

NAVWPNSTA Code 092, Concord CA

NAVWPNSTA PW Office Yorktown, VA

NAVWPNSTA PWD - Maint. Control Div., Concord, CA: PWD - Supr Gen Engr. Seal Beach. CA; PWO,
Charleston, SC; PWO. Seal Beach CA

NAVWPNSUPPCEN Code (09 Crane IN

NCBC Code 10 Davisville. RI: Code 15. Port Hueneme CA; Code 155, Port Hueneme CA; Code 156. Port
Hueneme. CA: Code 430 (PW Engrng) Guifport, MS. PWO (Code 80) Port Hueneme. CA: PWQO. Gulfport,
MS

NCR 20. Commander

NMCB FIVE, Operations Dept. Forty, CO; THREE. Operations Off. 1

NOAA (Dr. T. Mc Guinness) Rockville, MD '

NORDA Code 440 (Ocean Rsch Off) Bay St. Louis MS .

NRL Code 5800 Washington, DC; Code 8441 (R.A. Skop), Washington DC

NSC Code 54.1 Norfolk, VA

NSD SCE, Subic Bay, R.P.

NUSC Code EA123 (R.S. Munn), New London CT; Code TA131 (G. De la Cruz), New London CT

ONR Code 700F Arlington VA

PACMISRANFAC HI Area Bkg Sands. PWO Kekaha, Kauai. HI ‘

PHIBCB 1 P&E, San Diego. CA

PMTC Code 4253-3. Point Mugu. CA: Pat. Counsel, Point Mugu CA

PWC CO Norfolk, VA: CO. (Code 10), Oakland, CA; CO. Great Lakes IL; CO, Pearl Harbor HI: Code 10, -
Great Lakes, IL: Code 105 Oakland, CA: Code 120, Oakland CA: Code 120C. (Library) San Diego. CA:
Code 128, Guam: Code 154, Great Lakes. IL: Code 200, Great Lakes IL: Code 400, Great Lakes. IL; Code
400, Oakland, CA; Code 400, Pearl Harbor, HI. Code 400, San Dicgo, CA: Code 420. Great Lakes, IL:
Code 420, Oakiand. CA: Code 424. Norfolk, VA: Library. Guam: Library. Norfolk. VA; Library, Qakland,
CA: Library. Pearl Harbor, HI: Library. Pensacofa, FL; Library, Subic Bay. R.P.. Library, Yokosuka JA




I'VA Solar Group. Arnold. Knoxville, TN

U'S. MERCHANT MARINE ACADEMY Kings Point. NY (Reprint Custodian)

US DEPT OF INTERIOR Bur of Land Mgmnt Code 583. Washington DC

USCG (Smith). Washington, DC: G-EOE-4 (T Dowd). Washington, DC

USDA Forest Service Reg 3 (R. Brown) Albuquerque. NM

USNA Ch. Mech. Engr. Dept Annapolis MD: Civil Engr Dept (R. Erchyl) Annapolis MD: ENGRNG Div,
PWD. Annapolis MD: PWO Annapolis MD

AMERICAN CONCRETE INSTITUTE Detroit MI (Library)

BERKELEY PW Engr Div, Harrison, Berkeley, CA

CALIFORNIA STATE UNIVERSITY LONG BEACH. CA (CHELAPATI)

CLARKSON COLL OF TECH G. Batson, Potsdam NY

CORNELL UNIVERSITY Ithaca NY (Serials Dept. Engr Lib.): Ithaca, NY (Civil & Environ. Engr)

DAMES & MOORE LIBRARY LOS ANGELES. CA

GEORGIA INSTITUTE OF TECHNOLOGY Atlanta GA (School of Civil Engr.. Kahn)

HARVARD UNIV. Dept. of Architecture, Dr. Kim. Cambridge. MA

LLEHIGH UNIVERSITY Bethlechem PA (Fritz Engr. Lab No. 13, Beedle): Bethlehem PA (Linderman Lib.
No. 3. Flecksteiner)

MICHIGAN TECHNOLOGICAL UNIVERSITY Houghton, MI (Haas)

MIT Cambridge MA: Cambridge MA (Rm 10-500. Tech. Reports, Engr. Lib.); Cambridge MA (Whitman)

NEW MEXICO SOLAR ENERGY INST. Dr. Zwibel Las Cruces NM

OREGON STATE UNIVERSITY CORVALLIS., OR (CE DEPT, HICKS)

PENNSYLVANIA STATE UNIVERSITY STATE COLLEGE. PA (SNYDER): UNIVERSITY PARK. PA
(GOTOLSKD

PORTLAND STATE UNIVERSITY H. Migliore Portland. OR

PURDUE UNIVERSITY Lafayette IN (Leonards); Lafayette. IN (CE Engr. Lib)

SAN DIEGO STATE UNIV. Dr. Krishnamoorthy. San Diego CA

SEATTLE U Prof Schwaegler Seattle WA

SOUTHWEST RSCH INST King. San Antonio. TX; R. DeHart, San Antonio TX

STANFORD UNIVERSITY Stanford CA (Gene)

STATE UNIV. OF NEW YORK Buffalo, NY

TEXAS A&M UNIVERSITY College Station TX (CE Dept. Herbich)

UNIVERSITY OF CALIFORNIA BERKELEY. CA (CE DEPT. GERWICK): Berkeley CA (Dept of Naval
Arch.); Berkeley CA (R. Williamson): DAVIS. CA (CE DEPT. TAYLOR): LIVERMORE. CA
(LAWRENCE LIVERMORE LAB. TOKARZ)

UNIVERSITY OF DELAWARE Newark, DE (Dept of Civil Engincering. Chesson)

UNIVERSITY OF HAWAII HONOLULU. HI (SCIENCE AND TECH. DIV.): Honolulu HI (Dr. Szilard)

UNIVERSITY OF ILLINOIS (Hall) Urbana. IL: Metz Ref Rm. Urbana 1L: URBANA, IL (DAVISSON):
URBANA. I (LIBRARY); Urbana Il (CE Dept. W. Gambie)

UNIVERSITY OF MASSACHUSETTS (Heronemus), ME Dept. Amherst. MA

UNIVERSITY OF MICHIGAN Ann Arbor MI (Richart)

UNIVERSITY OF NEBRASKA-LINCOLN Lincoln, NE (Ross Ice Shelfl Proj.)

UNIVERSITY OF NEW MEXICO ) Nicison-Engr Matls & Civil Sys Div. Albuquerque NM

UNIVERSITY OF NOTRE DAME Katona. Notre Dame. IN

UNIVERSITY OF PENNSYLVANIA P. McCleary Dept of Architecture Philadelphia. PA

UNIVERSITY OF TEXAS Inst. Marine Sci (Library). Port Arkansas TX

UNIVERSITY OF TEXAS AT AUSTIN AUSTIN. TX (THOMPSON): Austin. TX (Breen)

UNIVERSITY OF WASHINGTON Dept of Civil Engr (Dr. Mattock), Seattle WA: SEATTLE. WA
(MERCHANT): SEATTLE. WA (OCEAN ENG RSCH LAB. GRAY)

ALFRED A. YEE & ASSOC. Librarian. Honolulu. HI

AMETEK Offshore Res. & Engr Div !

ARVID GRANT OLYMPIA, WA .

ATLANTIC RICHFIELD CO. DALLAS. TX (SMITH) i

BECHTEL CORP. SAN FRANCISCO. CA (PHELPS) |

BETHLEHEM STEEL CO. Dismuke. Bethelchem. PA

BRITISH EMBASSY M A Wilkins (Sci & Tech Dept) Washington, DC

BROWN & ROOT Houston TX (D. Ward)

CHAS. TL MAIN, INC. (R.C. Goyette). Portland. OR X

CHEVRON OIL FIELD RESEARCH CO. [LA HABRA. CA (BROOKS)

CONCRETE TECHNOLOGY CORP. TACOMA. WA (ANDERSON)

CONRAD ASSOC. Van Nuys CA (A, Luisoni)

DRAVO CORP Pittsburgh PA (Wright)

EVALUATION ASSOC. INC KING OF PRUSSIA. PA (FEDELE)

EXXON PRODUCTION RESEARCH CO Houston. TX (Chao)

FORD. BACON & DAVIS, INC. New York (Library)

FURGOQ INC. Librarv. Houston, TX

GLIDDEN CO. STRONGSVILLE. OH (RSCH LIB)




GRUMMAN AEROSPACE CORP. Bethpage NY (Tech. Info. Cir) :
HUGHES AIRCRAFT Culver City CA (Tech. Doc. Cir)

NUSC Library, Newport, Rl

JAMES CO. R. Girdley. Orlando FL

LIN OFFSHORE ENGRG P. Chow. San Francisco CA

LOCKHEED MISSILES & SPACE CO. INC. Dept 57-22 (Rynewicz) Sunnyvale. CA

MARATHON OIL CO Houston TX

MCDONNEL AIRCRAFT CO. (Favman) Support Tech Dept St. Louis, MO

MOBIL PIPE LINE CO. DALLAS. TX MGR OF ENGR (NOACK)

MUESER. RUTLEDGE, WENTWORTH AND JOHNSTON New York (Richards)

NEWPORT NEWS SHIPBLDG & DRYDOCK CO. Newport News VA (Tech. Lib.)

PACIFIC MARINE TECHNOLOGY (M. Wagner) Duvall, WA

PORTLAND CEMENT ASSOC. SKOKIE. IL (CORLEY: Skokic [I. (Rsch & Dev Lab. Lib.)

RAND CORP. Santa Monica CA (A. Laupa)

RAYMOND INTERNATIONAL INC. E Colle Soil Tech Dept. Pennsauken, NJ

SANDIA LABORATORIES Library Div.. Livermore CA

SCHUPACK ASSOC SO. NORWALK. CT (SCHUPACK)

SEATECH CORP. MIAMI. FL (PERONI)

SHELL DEVELOPMENT CO. Houston TX (E. Doyle)

SHELL OIL CO. HOUSTON, TX (MARSHALL)

TRW SYSTEMS CLEVELAND. OH (ENG. LIB.): REDONDO BEACH. CA (DAD

WESTINGHOUSE ELECTRIC CORP. Annapolis MD (Oceanic Div Lib. Bryan): Library. Pittsburgh PA

WISS. JANNEY. ELSTNER. & ASSOC Northbrook, IL (D.W. Pteifer) ,I
AL SMOOTS Los Angeles. CA
BROWN., ROBERT University. AL
BULLOCK La Canada

ERVIN., DOUG Belmont, CA

F. HEUZE Alamo. CA

LAFKIN Seattle, WA

LAYTON Redmond, WA

CAPT MURPHY Sunnyvale, CA ]
R.F. BESIER Old Savbrook CT '
BROWN & CALDWELL Saunders, E.M.-Qakland. CA







